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ALL DIMENSIONS DEFAULT TO MILLIMETERS [inl.
NOTES:
AS PER HYDRO OTTAWA UCS0027
61 BONGARD AVE USE WITH BASE E13 -
OTTAWA, ON,
PH: 800.267.6466 *CSA 23.4-05 PMH SWITCHGEAR PAD
FAX: 613.225.1681 35MPa (5000psi> AT 28 DAYS
- 6-8% AIR ENTRAINED WEIGHT = 1800kg/3968lbs
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